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DON'T SAY IT--Write It! Date: June 25, 1991
To: Mike DeMonia QLQT{ : From: Ray Gerk

Subject: ALE Underground Storage Tanks

The purpose of this exercise is to verify, by field examination, whether or
not two underground fuel oil storage tanks at ALE exist. The two tanks that
we are looking for are located adjacent to the 6652-G & I Buildings and are
shown on the attached Site Plan, drawing H-6-531 (sh. 2) and AEC drawing 30-
09-03 (partial plan). The tanks were used during the Army days to fuel
boilers for the respective buildings and may have been removed, but the vent
pipes are still there.

I think this would be a good application for KEH's subsurface interface radar
(SIR). Please coordinate with KEH to have the tank locations checked. The
tanks may be buried deeper than expected because of the storm drain work that
was done at the ALE site several years ago by Vic Epperly. Also, it is
possible that the fuel oil supply, return and vent piping was abandoned in
place, which may affect the SIR readings. If a tank or any piping is located,
please have KEH document their location relative to the respective building
because they may have to be removed to comply with EPA regulations.

Please contact Jim Sloot for a work package number for this work.

E54-3006-101 (18/89)
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Benton PUBLIC POWER - LOCAL CONTROL
pu D Public Utility District No. 1 of Benton County

524 South Auburn Street « P.O. Box 6270 = Kennewick, Washington 99336 « (509) 582-2175 « Fax (509) 586-1710

February 11, 1993

CORPS OF ENGINEERS

Attn: Dee W. Lloyd
Environmental Protection Specialist
Walla Walla, WA 99362

Re: PCB INQUIRY HANFORD [100-IU-1 SITE - ORIGINALLY TRANSMITTED BY FAX

Dear Mr. Lloyd:

Following is the information you requested in your Feb. 1st FAX regarding the transformers at the above
location. The attached copy of the lab test reports show the parts per million as indicated below.

Parts Per
TRANSFORMER # Million-PCB TEST # INSTALL DATE
1373 9 3663 2/09/65 .
1441 9 3664 2/09/65
1442 9 3665 2/09/65

If you need additional information please feel free to contact me.
Very truly yours,

,/ ( 1 A[ £ /j"‘)’jé

Randal E. Gregg
Energy Resources Manager

REG/vab

enc: |
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NATIONAL CHEM LAB TEST REPORT 06/29/88

121WA

BENTON COUNTY PUD NATIONAIL CHEM LAB

1500 SOUTH ELY STREET P.O. BOX 635/ 103 12TH S.W.

KENNEWICK, WA 99336 EPHRATA, WA 98823
Attn: GARY LONG ' CHERYIL, DE BOER . Chemist

Invoice number: 5280 ' PO number: 15526

Below is a listing of the o0il samples received on 06/22/88 together with
the laboratory results on their respective PCB content. Please contact
the lab at 509-754-5725 if you have any questions regarding these sample

results.

29

?

UTILITY SERIAL NO. COMPANY § MISC. _ ARQOCILOR PPM NCL #

3654 1825 1260 62 137414
3655 1663 1260 18 137415
3656 7654 ' ND 137416
3657 9012 ND 137417
3658 9013 ND 137418
3659 7691 ND 137419
3660 1445 1254 1 137420
3661 1447 1254 1 137421
3662 1456 1260 1 137422
3663 1373 1260 9 137423
3663 Y 3705 11439 ND 137424
3664 1441 1260 9 137425
3664 S‘Zb(p 11408 ND 137426
3665 1442 1260 S 137427
3665 y& 3_?é“? 7488 ND 137428
3666 4745 1260 7 137429
3666'yk‘ 3;7{97 7487 ND 137430
3667 4746 1260 8 137431
3667 Xk Z'Z&Ci 7486 1254 1 137432
3668 K\ 3-]‘10 4414 1260 1900 137433
Invoice number:5280 1

Pearniecars V.

AERE S )



DON’T SAY IT --- Write It! DATE: October 11, 1991

TO: File: 6652-P ' FROM: L.M. Dougias
Telephone: 3-3380

ce: M.A. Mihalic

SUBJECT: Ownership of 6652-P

The 6652-P UST supplied diesel fuel to an emergency generator located inside
the 6652-P building. The building was burned and has been vacant for a number
of years. The tank was discovered July 25, 1989 during a site inspection and
no one has/will claim responsibility for the tank. Therefore, the tank will
be inciuded in the Orphan UST Program.

54-3000-101 (9/59) (EF} GEFO14
DSl
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Pacific Northwest Laboratories
Battelie Boulevard

P.O. Box 999

Richland. Washington 99352
Telephone (509} 376-0499

October 30, 1991

Mr. Mike Douglas, Engineer
Engineering Decommissioning
Westinghouse Hanford Company
P.0. Box 1970, MSIN R2-77
Richland, WA 99352

Dear Mr. Douglas:

TRANSMITTAL OF UPDATED INFORMATION FOR BATTELLE, PACIFIC NORTHWEST LABORATORY
(PNL) UNDERGROUND STORAGE TANKS (UST)

Attached is a facsimile of a Washington State Underground Storage Tank
Notification Form with information on two Department of Energy (DOE) tanks
managed by PNL. The two tanks, 6652-C and 6652-G, are located on the Arid
Lands Ecology (ALE) Reserve in the 600 Area. This information is being
transmitted to Westinghouse Hanford Company (WHC) for inclusion in the Hanford
UST database and possible reporting to the Washington Department of Ecology
(WDOLE) .

The 6652-C tank data has been updated to reflect a more accurate date of
instaliation. New PNL information shows that the tank was actually installed
in 1958. A1l other data for the tank remains the same as it appeared on
earlier notification forms to WDOE. Please report this new 6652-C information
to WDOE as required by WAC 173-360-200(6) of the Washington State UST
regulations.

Also, attached are copies of two drawings showing the general location of the
recently discovered 6652-G tank. Drawing 1 is a site plan of the ALE complex
in the 600 Area, and Map 2 is a simplified buiiding layout of the 6652-G
Building in the ALE complex. The approximate Jocation of the 6652-G tank with
respect to the 6652-G Building is shown on Drawing 2.

The existence of tank 6652-G was recently confirmed by ground penetrating
radar. Drawings indicate the tank is a 2000-gallon heating oil tank formerly
used for building heat. Because of its size and use, the tank must only
comply with WAC 173-360-373, Reporting of Suspected Releases. No releases are
currently known or suspected. The existence of the tank does not have to be
reported to WDOE.

Twentv-five vears of science for DOE and the Northwest

i
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Mr. Mike Douglas
October 30, 1991
Page 2

Please incorporate this information into the Hanford UST database. If you
have any questions or need more information, please contact B. J. Day, of my
staff, on 376-3835.

Very truly JZ%K
z i ;, 7 4

H. T. Tilden, Manager
Environmental Compliance Section

HTT/BJD:dmh
UPDT6652.UST

Attachments

cc: J. R. Shadel, DOE-RL
D. E. Trader, DOE-RL
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Pacific Northwest Laboratories . Internal Distribution
BJ Day
LR Eberhardt
Date September 10, 1991 ME O1son
MJ Pueschner
To WJ Bjorklund RV Richardson
RS Spencer
Feom ER Gerk &5) File/L8

subjec  UNDERGROUND STORAGE TANKS. 6652-C. G&T BUILDINGS

In your memo to Bob Richardson, dated June 18, 1991, you requested verification
on the existence of three underground storage tanks on the Arid Lands Ecology

Site,

In response to your request, I have enclosed copies of the KEH ground penetrating
radar scans that were conducted to verify the location of tanks and piping you
suspected at the 6652-G&I Buildings. One scan indicates that there is an
underground storage tank outside the 6652-G Building, but the other scan was

-inconclusive for the 6652-1 Building. The existence of the tanks can easily be
verified by excavation since their Tocations, relative to the respective
buildings, have been dimensicned on the radar scans.

Alsc enclosed is a copy of Design/Field Change No. B43540-1 and Radiation Survey

Report No. 500909 that preovide decumentation that the underground storage tank
cutside the 68652-C Building was removed and sent to the Rockwell excess yard in

1984,

If PNL is responsiblie for the removal of these tanks, the Building Manager should
initiate the necessary Engineering Request.

if you need additional information, please don’t hesitate to call me at 376-1892.

ERG/ ke
308]

E24-1800-0C1 (10/85)
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